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RAYPAK - TWO WATER HEATERS, TWO TANKS

installation schematic - raypak two water heaters two tanks - SK4749 rev BD.doc

RAYPAK HOT WATER
FLOW TO STORAGE

LEGEND

STOP VALVE

NON RETURN
VALVE

PRESSURE LIMITING

VALVE
GATE OR BALL VALVE

CIRCULATOR
UNION
TUNDISH

DIRECTION OF
FLOW

—— COLD WATER
SUPPLY

PRIMARY FLOW
& RETURN

m— HOT WATER FLOW
& RETURN

>
=
VALVE

Di EXPANSION CONTROL
>

V)

I
—

08/03/2003




